LABORATOR ALMARO MED

Bucuresti, Str. Traian Popovici nr. 79-91, et. 2
Tel./Fax: 021/322.00.92

A,

almaromed

BULETIN DE INCERCARI — ANALIZE/ TEST REPORT
Nr.93.877.146 / 23.08.2019
Denumire Proba / Name of the sample Apa de piscina

Data prelevarii / Date of production i 20.08.2019

Locul prelevarii/ Simple Piscina cu valuri

Adresa prelevarii /Adress of the sample p! Str.Divertismentului,Nr.1,Chiajna

Cod Proba / Identity of the sample 93.877.146

Numele clientului / Name of the Clicfitill SC PARK EXPERT SERVICE DTL SRL

Adresa Clientului / Address of the Client Str.Divertis_mentlﬂui,Nr. 1,Chiajna

Adriana MUNTEANU
Ana-Maria GRIGORE

Reprezentant ALMARO / Representatlve
Transfer efectuat de:

Cantitatea prelevata / quantity of the simple

1.0 litfu, de catre regrezentantul ALMAROQO MED
conform comenzii interne din data de 20.08.2019

Rez lfat‘;lé ~se_refera numai la probele incercate
Perioada de efectuare a analizelor 20-23.08.2019

Observatii ?;Observations

Conditii de mediu: eratura-24°C

Umiditate-46%

JLOGICI / MICROBIOLOGY TESTS

VALORI MAXIME Y
DENUMIREA INDICATORULUI ADMISE*/ VALOARE DETERMINATA/
{ NAME OF TEST INCERCARE/ TEST ADMISSIBLE DETERMINATED VALUE
METHODS MAXIM VALUE *
Numar Colonii la 37°C 1ml/ Colony SR EN ISO 6222/ 2004 <200 0
count at 37°C
Numar total de bacterii coliforme/ 100ml SR EN ISO 9308-1/2004 <10 0
Total Number of Coliforms bacteria
Escherichia coli/100ml SR EN ISO 9308-1/2004 0 0
Escherichja coli =
Enterocom mtestmah /100ml Intestmals SR EN 1807899*;@;@;7 0 F 0
entemcoccus : b S . 3
¥ :\ :
: Pseudomona& aerugmosa / 100m1 SR ENISO 16266/2608 0

* Valonle maxime admise sunt conforme

Nota

D Reproducerea partlala/totala a buletmulm de anallza este mte:zlsa

Where patients comeiﬂrstéj MERCK :

rdinul MS 119/2014




LABORATOR ALMARO MED

Bucuresti, Str. Traian Popovici nr. 79-91, et. 2
Tel./Fax: 021/322.00.92

almaromed
INDICATORI FIZICO-CHIMICY/ PHYSICAL AND CHEMICAL TESTS
DENUMIREA VALORI MAXIME VALOARE
INDICATORULUI METODA DE ADMISE*/ LOQ DETERMINATA/
/NAME OF TEST INCERCARE/ TEST ADMISSIBLE. DETERMINATED
METHODS MAXIM VALUE* VALUE

pH SR ISO 10523/2012 7,2-8,2 unit.pH s 7.6
Clor rezidual liber/ Free residual | SR EN ISO 7393-1/2002 0,5-1,5mg/l |7 s 0,880
Chlorine
Clor total SR EN ISO 7393-1/2002 - mg/l - 0,900

* Valorile maxime admise sunt conforme Ordinul MS 119/2014.

Analize efectuate de / Analyses done:
Chimist / Chemist
Biolog/ Biologist
Elaborat de / Made By

Reprezentant Vanzari

Verificat / Checked by

la STROIE/Sanda PARASCHIV

Mihaela MEIROSU

" Ana-Maria GRIGORE

Semnam?iinature

Nota:~ 1) Reproducerea partiala/totala a buletinului de analiza este interzisa -

Where patients come firsté’ MERCK

- 2) Orice modificare a continutului fara stampi

h%g(), duce la anularea

&

buletinul

. mi.‘. ;




